
LBGENGINEERING SERVICES, P.C.
PROFESSIONAL ENVIRONMENTAL&CIVIL ENGINEERS

______________________________________________

4 RESEARCH DRIVE, SUITE 301
SHELTON, CT  06484

203-929-8555
203-926-9140 (FAX)

April 14, 2011

Town Attorney
Town of Southampton
116 Hampton Road, Town Hall
Southampton, NY  11968

RE: January 2011 Status Report
Groundwater Remedial Action
Rowe Industries Superfund Site
Sag Harbor, New York

To whom it may concern:

The January 2011 Status Report for the above-referenced site is attached.  The enclosed
tables, graphs and laboratory reports are provided as required by a condition of the Agreement
for 1087 Middle Lane Highway, Noyac, New York and the Effluent Limitations and Monitoring
Requirements of the New York State Department of Environmental Conservation.

Should you have any questions regarding the information, please feel free to contact me,
Tunde Komuves-Sandor or Paul Jobmann at (203) 929-8555.

Very truly yours,

LBG ENGINEERING SERVICES, P.C.

Mark M. Goldberg, P.E.
Senior Environmental Engineer

MG:nv
Enclosures
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TABLE 2

GROUNDWATER REMEDIAL ACTION
ROWE INDUSTRIES SUPERFUND SITE

SAG HARBOR, NEW YORK

EFFLUENT WATER QUALITY RESULTS

Dibromo- Methylene Dissolved
Date TDS PCE 1,1,1-TCA TCE 1,1-DCA 1,1-DCE 1,2-DCE Xylene Bromoform chloromethane Chloride Freon 113 Acetone Chloroform MTBE Total Iron Iron

Sampled 2,3,4/ pH 1/ (mg/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (ug/l) (mg/l) (mg/l)
SPDES Limits 5.0 to 8.5 --- 5 5 5 5 5 5 5 --- --- 5 --- 50 7 --- --- ---

4-Jan-11 5.3 84 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 4.45 0.130
20-Jan-11 5.4 180 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 1.93 0.050
25-Jan-11 5.3 108 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 ND<1.0 1.85 0.065

SPDES: State Pollutant Discharge Elimination System NM: Not Measured 1,1-DCA: 1,1-Dichlorothane
mg/l:  Milligrams per liter TDS: Total dissolved solids 1,1-DCE: 1,1-Dichloroethene
ug/l:  Micrograms per liter PCE: Tetrachloroethylene 1,2-DCE: 1,2-Dichloroethene
----:     Not established TCE: Trichloroethene MTBE: Methyl tert-butyl ether
J: Analyte detected below quantitation limits, value shown is a laboratory estimate.
B: Method blank contamination.  The associated method blank contains the target analyte at a reportable level.

Notes:
1.  Based on the SPDES criteria from an NYSDEC letter dated on May 11, 2006, the new allowable pH range for the Rowe Site is between 5.0 and 8.5.
     The pH was measured with a calibrated electronic pH meter.  Influent pH values from recovery wells typically range between 5 and 6.

3.  System effluent samples were not collected on the week of January 10, 2011 because of the duct replacement work and inclement weather the following day.
4.  Due to the air stripper blower and tower duct work maintenance during the second week of January, the FSP&T system had to remain off and was not sampled.

2.  "Effluent" samples were collected from sample port labeled NP2-10 unless otherwise noted.
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GRAPH 1
GROUNDWATER REMEDIAL ACTION
ROWE INDUSTRIES SUPERFUND SITE

SAG HARBOR, NEW YORK

EFFLUENT FLOW DATA
(January 1, 2011 through January 31, 2011)
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Maintenance activities account for the variability of
the effluent flow during the month of January.



APPENDIX I

JANUARY 2011 LABORATORY ANALYTICAL REPORTS

FOR FSP&T SYSTEM AND RECOVERY WELLS
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APPENDIX II

JANUARY 2011 LABORATORY ANALYTICAL REPORTS

FOR FP&T RECOVERY WELLS
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